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Suffolk County General Notes:

1. No construction shall commence until the following conditions are met:

A. The Village, engineer and contractor attend a preconstruction meeting,

B. The contractor has notified the Village in writing of his intention to commence construction
and he/she shall submit an accurate schedule of anticipated work progress at least 14 calendar
days prior to actual commencement date. If for any reason construction is temporarily
suspended, a written notice of same shall be transmitted to the Village. Written notice of
recommencement of construction together with a revised progress schedule shall be
transmitted to the Village at least three (3) work days prior to actual recommencement date.

2. All workmanship and materials for sewer construction included in this project shall conform to
the latest requirements of the Village’s Specifications for Sewer Construction inclusive of all
revisions and addenda thereto. Unless otherwise approved by the Village, all materials shall be
American made. In all cases where conflicts exist between the contract documents and the latest
revisions of the Specification for Sewer Construction, the interpretation and rulings of the Village
shall be binding.

3. Prior to the incorporation of any material or equipment into the work, five (5) copies of shop
drawings, catalog cuts, characteristic curves, test results performance data, etc. as may be required
by the Village shall be submitted to the Village. No material or equipment shall be incorporated
into the work until all required submittals are reviewed and approved, in writing, by the
Village/Engineer and/or their representative.

4. Sanitary gravity lines shall be laid a minimum distance of 10.0' horizontally and 1.5" vertically
below any existing or proposed water main.

5. The contractor shall furnish and install an underground marking tape along all sewer lines, force
mains and house connections in accordance with the specifications for same.

6. The contractor shall determine the exact location and elevation of existing utilities (including
cxisting sewers) by ficld investigation. The contractor is responsible to determine the adequacy of
all existing sewers to accept connection of the proposed work. The Engineer shall be notified of
any conflicts between existing utilities and of any inadequacy of the existing sewer lines to
properly accept proposed connections and flows.

7. It is the responsibility of the contractor to restore all areas disturbed by his work, to the condition
as before the work commenced.

8. During construction, a representative of the Village must be present to observe and examine
the workmanship and materials being incorporated in the project. The Village representative and
Suffolk County Department of Health Services (SCDHS) shall be the sole judges as to whether
the construction provided is in compliance with requirements. At any time during the course of
the construction that the work is deemed unacceptable, a stop work order will be issued and any
work performed after the issuance of such an order shall not be accepted or approved by the
Village or

the SCDHS. Unapproved work and/or material shall be removed and replaced to the satisfaction
of the Village before approval to recommence work will be granted.

9. The contractor(s) shall be responsible for maintaining the construction site in a non-hazardous
condition all in accordance with the requirements of the New York State Department of Labor,
OSHA and all other agencies having jurisdiction. Unless otherwise approved in writing by the
Village, the contractor shall erect and maintain adequate fencing around all open excavations.

10. Final approval shall not be granted until all the following requirements are fulfilled to the
satisfaction of the Village and SCDHS.

A. Reproducible “as-built” record drawings of the completed sewage works shall be submitted
to the Village. “As-builts” must include, but not be limited to site plan with elevations of new
installations, and must be a digital, reproducible.

B. A “Certificate of Compliance” for all material, work and equipment incorporated into the
project must be submitted to the Village by the Project Engineer. The certificate must be attested
to and signed by a duly commissioned Notary Public.

11. All materials and methods of construction must comply with the Technical Specifications for
the Construction of Building Sewer Connections.

MARKING TAPE NOTES

A. SCOPE

The contractor shall furnish and install an underground marking tape along all sewer lines, mains
and house connections.

B. MATERIALS

The material shall be solid plastic tape with a minimum thickness of 4.5 mil. The tape shall be
resistant to alkalis, acids and other destructive elements. The tape shall be green in color, 3" min.
width, marked with the words, “Caution — Sanitary Sewer.” The warning shall be repeated every
16" — 36”.

C. INSTALLATION

After partially backfilling and leveling the trenches to a height of 18" — 24" above the crown of
pipe, the roll of tape shall be mounted on a wheel and spread above the prepared surface as
straight as possible. The tape shall be held in position by adding backfill with hand shovels
before using mechanical equipment to finish the back fill. If the sewer line or house connection
does not end into a manhole, the tape shall be extended at least three (3) feet beyond the plugged
end of the line,

INCORPORATED VILLAGE OF NORTHPORT

SANITARY SEWER PIPE REPLACEMENT

Village General Notes:

1. ALL WORK SHALL BE PERFORMED IN STRICT ACCORDANCE WITH ALL
APPLICABLE FEDERAL, STATE AND LOCAL CODES AND REGULATIONS, AND
APPLICABLE NATIONAL FIRE PROTECTION ASSOCIATION AND NATIONAL
ELECTRICAL CODE SPECIFICATIONS AND REQUIREMENTS.

2.  ALL MATERIALS SHALL MEET OR EXCEED APPLICABLE MANUFACTURERS
WRITTEN SPECIFICATIONS.

3.  ALL EQUIPMENT SHALL BE INSTALLED / PIPED / WIRED IN STRICT
COMPLIANCE WITH THE REQUIREMENTS AND RECOMMENDATIONS OF THE
EQUIPMENT MANUFACTURER.

4.  CONTRACTOR SHALL PROTECT ALL EXISTING STRUCTURES AND EQUIPMENT
ADJACENT TO THE WORK AND PROJECT, SUPPORT AND RELOCATE, IF
NECESSARY, ALL EXPOSED LINES AND MAKE COMPLETE RESTORATION OF
DAMAGED PIPING, CONDUIT, WIRING, CABLES AND APPURTENANCES AT NO
COST TO THE OWNER OF SAID UTILITIES, AUTHORITY OR ENGINEERS.

5. ALL EXISTING ABOVEGROUND AND UNDERGROUND STRUCTURES, UTILITIES
AND PIPING SHOWN ON THESE DRAWINGS ARE BASED ON AVAILABLE
INFORMATION PROVIDED TO THE ENGINEER AT THE TIME THESE DRAWINGS
WERE CREATED, AND DO NOT PURPORT TO SHOW ACTUAL CONDITIONS. THE
CONTRACTOR SHALL VERIFY LOCATIONS OF ALL UTILITIES, EQUIPMENT,
DEVICES, WIRING, STRUCTURES, PIPING, ETC. EITHER EXPOSED OR
CONCEALED. IT IS THE INTENT OF THESE DRAWINGS TO SHOW ALL ABOVE-
GROUND AND UNDERGROUND STRUCTURES AS REQUIRED TO COMPLETE
THE WORK:; HOWEVER, IT SHALL BE THE CONTRACTORS RESPONSIBILITY TO
VERIFY THAT ALL EXISTING UTILITIES AND OTHER ITEMS, WHETHER SHOWN
ON THESE DRAWINGS OR NOT HAVE BEEN PROPERLY LOCATED.

6. THESE DRAWINGS ARE DIAGRAMMATIC IN NATURE AND INDICATE THE
GENERAL ARRANGEMENT OF THE VARIOUS SYSTEMS AND THE
APPROXIMATE RELATIVE LOCATIONS OF THE EQUIPMENT / DEVICES / ITEMS.
IT SHALL BE THE RESPONSIBILITY OF THE CONTRACTOR TO DETERMINE
THAT THERE IS ADEQUATE SPACE AT THE LOCATIONS INDICATED FOR ALL
THE EQUIPMENT / DEVICES/ ITEMS PRIOR TO INSTALLATION OF SAME.

7.  THE CONTRACTOR SHALL COORDINATE ANY EXCAVATION WITH THE
LOCATION OF EXISTING UTILITIES.

8. ALL MATERIALS TO BE REMOVED SHALL BE LEGALLY DISPOSED OF, OFF
SITE, EACH DAY EXCEPT WHERE OTHERWISE NOTED. EXTREME CARE SHALL
BE TAKEN TO AVOID SPILLAGE OF DEBRIS.

9. CONTRACTOR SHALL OBTAIN ANY APPLICABLE CONSTRUCTION PERMITS.

10. IT WILL BE THE CONTRACTORS RESPONSIBILITY TO PROVIDE ALL
NECESSARY FITTINGS AND ADAPTERS REQUIRED TO CONNECT DIFFERENT
TYPES OF PIPING MATERIAL.

11.  ALL VERTICAL BENDS MAY NOT BE SHOWN.

12. ALL AREAS DISTURBED BY THE CONTRACTOR SHALL BE RESTORED TO
THEIR ORIGINAL CONDITION OR AS INDICATED ON THE CONTRACT
DRAWINGS.

13. IT IS THE CONTRACTORS RESPONSIBILITY TO VISIT THE SITE AND
FAMILIARIZE ITSELF WITH THE CONTRACT REQUIREMENTS BEFORE BIDDING
ON THE CONTRACT.

14. THE CONTRACTOR SHALL INSTALL PIPE UNION FITTINGS AS SHOWN, WHERE

REQUIRED, AND AS DIRECTED BY THE ENGINEER IN ORDER TO PERMIT
DISASSEMBLY, SERVICE AND REPLACEMENT OF EQUIPMENT.

15. ELEVATIONS SHOWN ON DRAWINGS ARE BASED ON NGVD 1929.

16. WRITTEN DIMENSIONS ON THESE DRAWINGS SHALL HAVE PRECEDENCE
OVER SCALED DIMENSIONS.

17. THE CONTRACTOR SHALL VERIFY AND BE RESPONSIBLE FOR ALL
DIMENSIONS AND CONDITIONS ON THE JOB. THE ENGINEER MUST BE
NOTIFIED OF ANY VARIATION FROM THE DIMENSIONS SHOWN ON THESE
DRAWINGS.

18. ANY DISCREPANCIES IN THE PLANS OR DETAILS SHALL BE CALLED TO THE
ATTENTION OF THE ENGINEER.

19.  ALL GRADES, ELEVATIONS AND STRUCTURES SHOWN ARE REPRESENTATIVE
OF THE GRADE ELEVATIONS AT THE TIME OF THE SURVEY. CURRENT
GRADES, ELEVATIONS AND STRUCTURES MAY VARY.

113 BAYVIEW AVENUE

NORTHPORT, NEW YORK
FEBRUARY, 2020
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99 Bayview Avenue

| EXISTING 8" C.I. SANITARY PIPE
| APPROX. 3 FT OF COVER

EXCAVATE TO DETERMINE LOCATION OF
EXISTING C.I. SANITARY PIPE.

CONNECT TO PIPE WITH 11-1/4° BENDS, OR AS
REQ'D. TO MAKE CONNECTIONS.

RESTRAIN ALL PIPE AND FITTINGS AT THIS
LOCATION WITH RODS, RESTRAINER AND
RETAINER GLANDS AS NECESSARY.

(NEW PIPE TO BE PROVIDED BY THE VILLAGE)

™\
-7
LEXISTING 8" C.I. SEWER LINE
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NEW 8" PVC SEWER LINE
(PIPE PROVIDED BY VILLAGE)
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THE CONTRACTOR IS BEING MADE AWARE THAT THE INC. VILLAGE OF NORTHPORT HAS
NEW PVC SANITARY SEWER PIPE STORED AT THE WASTEWATER TREATMENT PLANT AT
SCUDDER PARK. THIS SHALL BE USED FOR THE PVC PIPE INSTALLATIONS INDICATED ON
THE PLANS. THE PIPE PRODUCT IS, "Certa-LOK C900 RJIB 8"-DR18 (Integral Bell - Joints
connect directly together) 20 ft laying length".

THE CONTRACTOR WILL NEED TO PURCHASE SPLINE MATERIAL FOR EACH OF THE PIPE
JOINTS FOR THE ENTIRE LENGTH OF PVC PIPE RUN BEING INSTALLED AND NEED THE USE
OF A SPLINE INSERTION TOOL.

THE PROJECT JOB SITE ACCESS WILL BE LIMITED TO THE SHORELINE SIDE ONLY FOR
EQUIPMENT AND MATERIALS TO BE DELIVERED FOR CONSTRUCTION AND INSTALLATION.
THERE WILL BE NO LONG TERM STORAGE OF MATERIALS AT THE JOB SITE. STORAGE
CAN BE PROVIDED AT THE WASTEWATER TREATMENT PLANT AND MUST BE
COORDINATED WITH THE VILLAGE. ACCESS BY WORKERS ON A LIMITED BASIS FROM THE
BAYVIEW AVENUE SIDE CAN BE BY WAY OF THE STEPS ON THE NORTH SIDE OF 113
BAYVIEW AVENUE. THIS MAY BE NECESSARY FOR PUMP TRUCK COORDINATION DURING
TEMPORARY BY PASS FOR COMPLETING CONNECTIONS TO EXISTING SANITARY SEWER.

BN

REPEAT THIS INSTALLATION OF THIS
PORTION OF A SANITARY CLEAN-OUT
AT THE SOUTHERLY MANHOLE

LOCATION TO BE REPLACED.

NEW 8¢ SANITARY NEW 45° BEND (OR AS REQ'D.)

SEWER =
! NEW 4”¢ DR—18 PVC
HOUSE CONNECTION
NEW 8" x 4" ) |
WYE CONNECTION ~ N\ 10 |] EXIST. 4”9 |
\EXIST. 8" C.I. SAN. SEWER
[ —
NEW 45° BEND .
(OR AS REQ'D.)
NEW 8" x 4”

NEW 4"¢ DR—18 PVC
2% MIN SLOPE

ANGLE
VARIABLE

\EXIST. 8" C.I. SAN. SEWER

WYE CONNECTION

NEW 8”9 swmmﬁ
SEWER

BUILDING SANITARY HOUSE SERVICE CONNECTION DETAILS
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ALLEN 8 GRANT, R.C. Wit.L NOT BE RESPONSIBLE FOR THE CONSTRUCTION MEANS,
METHODS, TECHNIQUES, SEQUENCES, PROCEDURES OR THE SAFETY PRECAUTIONS
AND PROGRAMS INCIDENTAL THERETO.

i

ALLEN 8 GRANT, RBC, W:N..L NOT BE RESPONSIBLE FOR THE ACTS OR 6Ml$SIONS OF
ANY CONTRACTOR, ANY SUBCONTRACTOR OR ANY OF THE CONTRACTOR(S)' OR

SUBCONTRACTOR(S) AGENTS OR EMPLOYEES OR ANY OTHER PERSON PERFORMING ANY OF
THE WORK i

NO RESPONSIBILITY IS A:SSUMED FOR THE POSSIBLE EXISTENCE OF SUB-SURFACE UTILITIES

NOT SHOWN HEREON. NO \QARRANTY IS MAOE AS TO THE ACCURACY OF ANY UTILITY LINES
SHOWN HEREON. i .

| .
THE WORK SHALL CONFORM TO THE APPLICABLE REQUIREMENTS OF THE NEW YORK STATE
BUILDING CODE AND STANDARDS, REQUIREMENTS AND RECOMMENDATIONS OF OTHER PUBLIC
AND PRIVATE AGENCIES HAVING JURISDICTION; AND SHALL CONFORM TO INDUSTRY
STANDARDS GENERALLY USED TO CONTROL AND GOVERN SUCH WORK.

BY ACCEPTANCE AND OR USE OF THESE DOCUMENTS USER AGREES TO INDEMNIFY, HOLD
HARMLESS AND TO PROVIDE A OEFENSE IN BEHALF OF ALLEN B GRANT, P.C. FROM ANY
AND ALL CLAIMS OR LITIGATION WHICH MAY RESULT FROM THE USE MEREOF.
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